
0'-0"
FIN. FLOOR

C1
A502

C2
A502

C3
A502D2

A502

D3
A502

A2
A506

STL CANOPY FRAMING -
SEE STRUCT DWGS

10" MTL JOISTS @ 24" OC -
SEE STRUCT DWGS FOR GAUGE

3/4" C-D EXPOSURE 1 (CDX)
FIRE RETARDANT TREATED
PLYWD SHEATHING

TAPERED INSUL -
SEE APPENDIX 'B'

MEMBRANE ROOFING - SEE
APPENDIX 'B'

A2
A506

STL CANOPY FRAMING -
SEE STRUCT DWGS

10" MTL JOISTS @ 24" OC -
SEE STRUCT DWGS FOR GAUGE

3/4" C-D EXPOSURE 1 (CDX)
FIRE RETARDANT TREATED
PLYWD SHEATHING

TAPERED INSUL -
SEE APPENDIX 'B'

MEMBRANE ROOFING - SEE
APPENDIX 'B'

24" DIA. CONC. FOOTING - HOLD
DOWN 4" FROM T/O SIDEWALK

2'-0"

8"
3'

-4
"

4'
-0

"

4'
-0

 1
/4

"

6" DIA. STEEL PIPE

BLRD - 4

EXPANSION JOINT

SIDEWALK - SEE
STRUCT DWGS

PAVEMENT OR CONC -
SEE CIVIL DWGS

2%  SLOPE -
MAXIMUM 2%  SLOPE -

MAXIMUM

SOLID PREFINISHED
ALUM SOFFIT - SEE SPEC

ALUM STOREFRONT SYSTEM

SOLID PREFINISHED
ALUM SOFFIT - SEE SPEC

                SEE PLAN
FOR LOCATIONS;
SEE STRUCT DWGS

CRTB

                SEE PLAN FOR
LOCATIONS; SEE STRUCT DWGS

CRTB

SIDEWALK -
SEE  STRUCT DWGS

D1
A503

D1
A503

                SEE PLAN
FOR LOCATIONS;
SEE STRUCT DWGS

CRTB

BEYOND

QUARTER CART SIGN BEYOND

CANOPY/SOFFIT LIGHT BEYOND

CART WALL BEYOND

D2
A506

D2
A506

FIBER CEMENT WALL
PANEL SIDING (FCP) -
SEE SPEC

1 1/2" FOIL FACED POLYISO (ci)
EXTERIOR BD INSUL

1/2" EXTERIOR (CDX) PLYWD
SHEATHING
WEATHER RESISTIVE BARRIER -
SEE SPEC

SPRAY FOAM INSUL - SEE SPEC

6" MTL STUDS @ 16" OC -
SEE STRUCT DWGS

1/2" GYP  BD

3 5/8" MTL STUDS @ 16" OC

CONC.

PORC-1

VB - 1

TRANSLUCENT FIBERGLASS
SANDWICH WALL PANEL SYSTEM

A1
A506

A1
A506

FIBER CEMENT WALL
PANEL SIDING (FCP) -
SEE SPEC

1 1/2" FOIL FACED POLYISO (ci)
EXTERIOR BD INSUL

1/2" EXTERIOR (CDX) PLYWD
SHEATHING
WEATHER RESISTIVE BARRIER -
SEE SPEC

SPRAY FOAM INSUL - SEE SPEC

6" MTL STUDS @ 16" OC -
SEE STRUCT DWGS

ROOF INSUL - SEE APPENDIX 'B'
MTL DECK - SEE STRUCT DWGS

MEMBRANE ROOFING - SEE
APPENDIX 'B'

1/2" GYP  BD

6" MTL STUDS @ 16" OC

ALUM STOREFRONT SYSTEM

6" MTL STUDS @ 16" OC

ROOF INSUL - SEE APPENDIX 'B'
MTL DECK - SEE STRUCT DWGS

MEMBRANE ROOFING - SEE
APPENDIX 'B'

EXP

SIM.
OPP.

HAND

C3
A512

SIM.A3
A502

CANOPY/SOFFIT LIGHT BEYOND

CRT-RL

B3
A502

2" RIGID INSUL - EXTEND
VERTICALLY FROM FINISHED
FLOOR 4'-0" MIN. OR TO T.O.
FOOTING, WHICHEVER IS LESS

GRAVEL SUBBASE -
SEE STRUCT DWGS

GRAVEL SUBBASE -
SEE STRUCT DWGS

SEE STRUCT DWGS FOR
FOUNDATION CONDITIONS 2" RIGID INSUL - EXTEND

VERTICALLY FROM FINISHED
FLOOR 4'-0" MIN. OR TO T.O.
FOOTING, WHICHEVER IS LESS

GRAVEL SUBBASE -
SEE STRUCT DWGS

GRAVEL SUBBASE -
SEE STRUCT DWGS

SEE STRUCT DWGS FOR
FOUNDATION CONDITIONS

1/2" GYP  BD

CONC.

PORC-1

VB - 1

               - HOLD 1/2" AFF;
PROVIDE HEAVY DUTY
SILICONE SEALANT (TYP)

LPB - 1

1/2" EXP JOINT

PREFIN ALUM STARTER FLASHING
PROFILE PER FCP MFR

2'-6 1/4" A.F.F.
T.O. WINDOW SILL R.O.

FIBER CEMENT WALL PANEL SIDING

1 1/2" FOIL FACED POLYISO (ci)
EXTERIOR BD INSUL

1/2" EXTERIOR (CDX) PLYWD
SHEATHING
WEATHER RESISTIVE BARRIER -
SEE SPEC

SPRAY FOAM INSUL - SEE SPEC

6" MTL STUDS @ 16" OC -
SEE STRUCT DWGS

1/2" GYP  BD

STL TUBE - SEE STRUCT. DWGS.

2X WD BLKG

CLEAR SILICONE SEALANT
AT PERIMETER OF FRAME
BOTH SIDES

13'-4" A.F.F.
T.O. WINDOW SILL R.O.

21'-11 3/4" A.F.F.
T.O. CLERESTORY SILL R.O.

6" MTL STUDS @ 16" OC -
SEE STRUCT DWGS

6" MTL STUDS @ 16" OC -
SEE STRUCT DWGS

SOLID PREFINISHED ALUM
SOFFIT - SEE SPEC

TRANSLUCENT FIBERGLASS
SANDWICH WALL PANEL SYSTEM

STL BEAM - SEE
STRUCT DWGS

25'-3 3/4" A.F.F.
T.O. CLERESTORY SILL R.O.

STL TUBE - SEE STRUCT. DWGS.

1/2" EXP JOINT

3'-6 1/4" A.F.F.
T.O. ARCH CAST STONE CAP

3'-6 1/4" A.F.F.
T.O. ARCH CAST STONE CAP

STEEL COLUMN
BEYOND - SEE
STRUCT DWGS

STL TUBE - SEE STRUCT. DWGS.

STL TUBE - SEE STRUCT. DWGS.

STL BEAM - SEE STRUCT DWGS

1/2" EXP JOINT

SEE STRUCT DWGS FOR
FOUNDATION CONDITIONS

CART WALL SEE STRUCT DWGS

                SEE PLAN
FOR LOCATIONS;
SEE STRUCT DWGS

CRTB

CART WALL SEE
STRUCT DWGS

ARCH CAST STONE CAP - SEE SPEC ARCH CAST STONE CAP -
SEE SPEC

1/2" EXP JOINT

SEE STRUCT DWGS FOR
FOUNDATION CONDITIONS

1/2" GYP BD THERMAL BARRIER
IN CONCEALED SPACE TYP

1/2" GYP BD THERMAL BARRIER
IN CONCEALED SPACE TYP

STL TUBE DIAGONAL
BRACING - SEE
STRUCT DWGS

STL TUBE - SEE STRUCT. DWGS.

STL TUBE - SEE STRUCT. DWGS.

1/2" GYP BD THERMAL BARRIER
IN CONCEALED SPACE TYP

1/2" GYP BD THERMAL BARRIER
IN CONCEALED SPACE TYP

16'-0" A.F.F.
T.O. WINDOW OPNG. R.O.

11'-4 1/2" A.F.F.
B.O. OPNG. BLKG.

12'-7 3/4"" A.F.F.
T.O. CANOPY BLKG.

32'-0" ± A.F.F.
T.O. CLERESTORY OPNG. R.O.

VARIES
T.O. CLERESTORY OPNG. R.O.

12'-7 3/4"" A.F.F.
T.O. CANOPY BLKG.

GROUT SOLID BETWEEN
MASONRY WYTHES

PREFIN ALUM STARTER FLASHING
PROFILE PER FCP MFR

GROUT SOLID BETWEEN
MASONRY WYTHES

3
4" PLYWOOD BLOCKING

OVER 2x WD BLKG

FRIEZE BOARD
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DO NOT SCALE PLANS

D1 High Bay (Long Wall)
Wall Section -
SCALE: 3/4" = 1'-0"

B1 Sales at Sacking Counter
Wall Section - 
SCALE: 3/4" = 1'-0"

Wall
Sections

XXX A-304

NOTES:
1. REFER TO SCHEDULES ON DRAWING A-603 FOR

ALL FINISH AND INSULATION CALL-OUTS.
2. WRB TO BE SEALED AND TAPED PER MFR

RECOMMENDATION. WRB TO WRAP INSIDE
OPENINGS AND ALL JOINTS LAPPED PER MFR
INSTALLATION REQMT.

3. PROTECT ALL EXTERIOR SHEATHING DURING
CONSTRUCTION, AS REQUIRED BY MFR.

4. PROVIDE TRIM-TEX TEAR AWAY L-BEAD
MOLDING (FINISHABLE EDGE) AT ALL EXPOSED
GYPSUM BOARD EDGES (EXCEPT TOP OF
WALLS AT ROOF IN THE BACK ROOM).

5. WRAP WEATHER RESISTIVE BARRIER (WRB) INTO
ALL OPENINGS PER MFR'S INSTALLATION
INSTRUCTIONS.

6. INSTALL COUNTER FLASHINGS AT BASE OF
WALLS OVER SELF-ADHERING FLASHING
EXTENDING TO FOUNDATION WALL. LAP WRB
OVER COUNTERFLASHING TYP.

wdevos
Callout
cart wall "weather protection" window wall Proposed for Waukesha WI




